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NOTE: UNIT SUPPLIED W/OUT CURB SPECIFIED 0
READY BASE. UNIT BASE FRAME DOES mm»%ﬂ@o AND g_wnrzﬂ%ﬁ_ _.ﬂ_vm/wo
NOT HAVE BOLT HOLES. UNIT & SUPPORT "
FRAME TO BE FIELD DRILLED & BOLTED. AHU - AIR HANDLING UNIT FILL TO TOP MASTIC SEAL
. 6'-8" x 12'-2" OUTSIDE UNIT OF PAN WITH AT PERIMETER
AHU - AIR HANDLING UNIT .ﬂ.bﬁ SPECIFIED MASTIC
6'-8" x 12'-2" OUTSIDE UNIT ]| e I~ / TWO-PLY
F W ax13 STRIPPING
x HSS 3x3x1/4
o \
- W 4x13 \_
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iy L— HSS 3x3x% W/ 14" PLATE, O
TOP & BOTT., TYP. 7 §7’ SURFACING
EXISTING CONCRETE N
ROOF SLAB
( EXISTING CONCRETE

MULTI-PLY
ROOFING

ROOF SLAB

FLANGE SET IN SPECIFIED
MASTIC. MECHANICALLY
FASTENED 3 IN. O.C. PRIME

/"4 \ HVAC RAIL ELEVATION VIEW /"7 \HVAC RAIL ELEVATION VIEW 00 NALER SEeRED

_ F—2 IDE=2/ TO DECK WITH APPROPRIATE
E-2|DE-2 C\ SCALE: 3/8" = 10" qumzwxmww xoﬁm STAGGERED
SCALE: 3/8" = 1'-0" : =1- EACH ROW 24 IN. O.C.

INSULATION

/" \ TYPICAL PITCH POCKET DETAIL

F-2 [DE-2/
SCALE: NTS

GENERAL HVAC RAIL NOTES RALPH H. .._O_._—uAmmmwz_u/_ux»Z_smU_OZ. Mumz._.m_»

1. SUPPORT FRAME STEEL SHAPES & PLATES TO
BE ASTM-A36.

2. HVYAC CONDENSING UNIT SUPPORT SHALL BE
FABRICATED FROM HOT DIP GALVANIZED STEEL
MEMBERS(GALVANIZED AFTER FABRICATION). ANCHORS
SHALL WITHSTAND HURRICANE FORCE WINDS.

3. ALL BOLT CONNECTIONS TO BE 5/8" HIGH STRENGTH
BOLTS

4. FIELD OR SHOP DRILL EQUIPMENT MOUNTING POINTS
(SEE NOTE, PLAN VIEW)

S. PROVIDE PITCH POCKET PER DETAIL AT EACH

SUPPORT POST LOCATION.
6. SEE ENGINEERING DRAWINGS FOR FURTHER
INFORMATION.
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